Definitions/Abbreviations:

MCLG (Maximum Contaminant Level Goal) - The level of a contaminant in drinking water below which there is no known or expected risks to health. This allows for a margin of safety.

MCL (Maximum Contaminant Level) - The highest level of a contaminant that is allowed in drinking water. MCL's are set as close to MCLG's as feasible using the best available treatment technology.

AL (Action Level) - The concentration of a contaminant which, when exceeded, triggers treatment or other requirements which a water system must follow.

TT (Treatment Technique) – A required process intended to reduce the level of a contaminant in drinking water.

Turbidity - A measure of the cloudiness of water. It is monitored because it is a good indicator of water quality and thus helps measure the effectiveness of the treatment process. High turbidity can hinder the effectiveness of disinfectants.

MRDLG (Maximum Residual Disinfectant Level Goal) - The level of a drinking water disinfectant below which there is no known or expected health risk. MRDLGs do not reflect the benefits of the use of disinfectants to control microbial contaminants.

MRDL (Maximum Residual Disinfectant Level) - The highest level of a disinfectant allowed in drinking water. There is convincing evidence that the addition of a disinfectant is necessary for control of microbial contaminants.

pCi/L: picoCurie per Liter, a measurement of radioactivity in water. A picocurie is 10^{-12} curies and is the quantity of radioactive material producing 2.22 nuclear transformations per minute

Source Assessment Report

NH Department of Environmental Services has prepared a report that identifies possible contamination sources (monitored on a regular basis) and rates them from low to high with high being the worst for susceptibility. Examples of these levels would be as follows: high level could be a gas station, junk yard, highway, or landfill, a medium level would be an analytical laboratory or maintenance garage, a low level would be commercial buildings such as hardware stores.

The main purpose of the report is to show us what vulnerabilities are within our source water and what we can do to minimize them. Lee Well has 2 at high, 1 at medium, and 9 at low. The Oyster has 1 at high, 5 at medium, and 5 at low. The Lamprey has 2 at high, 6 at medium, and 5 at low.

For more information, call the UNH Water Treatment Plant or visit NH DES’s Drinking Water Source Assessment Program web site at www.des.state.nh.us/dwsp/.
The UNH-Durham Water System is a jointly operated water system, meaning that both UNH and the Town of Durham contribute to the production of safe drinking water. Your water comes from combined sources provided by UNH and/or the Town at any given time. There are 1,300 water meters in the Town’s system, which are read monthly and billed quarterly.

The University owns and operates the Surface Water Treatment Plant, which includes the Lamprey River Pump Station, the Edgewood Road Storage Tank, and the portion of the water distribution system serving the University. The Arthur Rollins Treatment Plant (ARWTP) was originally constructed in 1955. The raw water is supplied to the treatment plant from a reservoir on the Lamprey River and/or the Oyster River, or the newly operational Spruce Hole Well (see below). In the treatment process chemicals are added to remove impurities through settling. The water is then filtered through layers of anthracite coal and sand. The final stage of treatment involves the addition of chlorine for disinfection, fluoride to minimize tooth decay, sodium hydroxide (caustic soda) for pH control, and blended phosphate to minimize corrosion of the piping system. The maximum capacity of the ARWTP is about 1.55 million gallons per day.

The Town of Durham owns and operates the Lee Well and Pump Station, Foss Farm and Beech Hill Storage Tanks, the Town reservoir behind the Wiswall Dam on the Lamprey River, Technology Drive and Madbury Road pressure stations and the portion of the distribution system serving the residents and businesses of the Town. The Town’s portion of the water system is under direct control of the Durham Public Works Department. The Lee Well is a gravel packed well located on Angel Rd. in Lee, N.H. The Town of Durham owns the land on which the wellhead and pump house are sited. The well has an estimated safe yield of approximately 50,000 gallons per day. The well water is naturally filtered underground. Water pumped into the distribution system has chlorine added as a disinfectant, fluoride to minimize tooth decay, sodium hydroxide (caustic soda) for pH control, and blended phosphate to minimize corrosion of the piping system.

The Spruce Hole Water Supply, jointly owned between UNH and Durham, went live in 2016 providing additional water capacity and redundancy to the UNH-Durham water system. This water source has a dual purpose: (1) to convey river water from the Lamprey River to artificially recharge the underlying aquifer; and (2) to convey groundwater from the Spruce Hole Well to the UNH-Durham Water System. The location of the Spruce Hole Well (the Town’s Gravel Pit) was acquired by the Town of Durham in 1982 and it has been used as a gravel/borrow pit for Town use only. The UNH/Durham Water System was awarded the 2017 Source Water Sustainability Award for our efforts in Water Conservation and development of the Spruce Hole Well and Artificial Recharge Project. In the 2016 drought, the UNH/Durham Water System did not require mandatory water conservation because of the additional production from the Spruce Hole Well.

Drinking Water Contaminants

The sources of drinking water (both tap water and bottled water) include rivers, lakes, streams, ponds, reservoirs, springs, and wells. As water travels over the surface of the land or through the ground, it dissolves naturally-occurring minerals and, in some cases, radioactive material, and can pick up substances resulting from the presence of animals or from human activity.

Contaminants that may be present in source water include:

- Microbial contaminants, such as viruses and bacteria, which may come from sewage treatment plants, septic systems, agricultural livestock operations, and wildlife.
- Inorganic contaminants, such as salts and metals, which can be naturally occurring or result from urban storm water runoff, industrial or domestic wastewater discharges, and oil and gas production, mining of certain minerals, and the disposal of radioactive and hazardous materials.
- Pesticides and herbicides, which may come from a variety of sources such as agriculture, urban stormwater runoff, and residential uses.
- Organic chemical contaminants, including synthetic and volatile organic chemicals, which are by-products of industrial processes and petroleum production, and can also come from gas stations, urban storm water runoff, and septic systems.
- Radioactive contaminants, which can be naturally occurring or be the result of oil and gas production and mining activities.
- Lead—If present, elevated levels of lead can cause serious problems, especially for pregnant women and young children. Lead in drinking water is primarily from materials and components associated with service lines and home plumbing. The UNH-Durham Water System is responsible for providing high-quality drinking water, but cannot control the variety of materials used in plumbing components. When your water has been sitting for several hours, you can minimize the potential for lead exposure by flushing your tap for 30 seconds to 2 minutes before using water for drinking or cooking. If you are concerned about lead in your water, you may wish to have your water tested. Information on lead in drinking water, testing methods, and steps you can take to minimize exposure is available from the Safe Drinking Water Hotline at 800-426-4791 or at http://www.epa.gov/safewater/lead.

Why are contaminants in my water? Drinking water, including bottled water, may be expected reasonably to contain at least small amounts of contaminants. The presence of contaminants does not necessarily indicate that the water poses a health risk. More information about contaminants and potential health effects can be obtained by calling the US Environmental Protection Agency’s Safe Drinking Water Hotline (1-800-426-4791). Some people may be more vulnerable to contaminants in drinking water than the general population. Immune-compromised persons such as persons with cancer undergoing chemotherapy, persons who have undergone organ transplants, people with HIV/AIDS or other immune disorders, some elderly, and infants can be particularly at risk from infections. These people should seek advice about drinking water from their health care provider. EPA/CDC guidelines on appropriate means to lessen the risk of infection by cryptosporidium and other microbial contaminants are available from the Safe Drinking Water Hotline at 1-800-426-4791.

In order to ensure that tap water is safe to drink, EPA enforces regulations which limit the amount of certain contaminants in water provided by public water systems. The US Food and Drug Administration (FDA) regulations establish limits for contaminants in bottled water which must provide the same protection for public health.